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ADDITIONAL
BUILDING AND OCCUPANCY REQUIREMENTS

Provide a receipt from the water company that
shows that all funds have been paid for the .
installation and or upgrade of the required public
Fire Hydrant(s).

Provide a letter fron the water company on their
letterhead that shows the approcimate date the work
will be started and completed for the required public
fire hydrant(s).

NOTE: All required public fire hydrants shall be
Installed, Tested and Accepted prior to construction
(as per note #6 - Hydrant, Fire Flow and Access:
General. Requirements Form)

Comply with the reporting requirements as set forth
in Title 2 of the Los Angeles County Code concerning
Hazardous Materials Disclosure.

The minimum width of 26 feet shall be increased when
any of the following conditions exist:

28 Feet (Fire Department aerial apparatus is needed).
when proposed buildings or portions of buidlings are
more than three stories or 35 feet in height above
ground level. The center line of the access roadway
shall be located parallel to and within- 30 feet of
the exterior wall on at least one side of each
building.

NOTE: The public street may be used when the building
wall is within 20 feet of the street and there
are no obstructions such as power and telephone
lines, trees, etc.
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COUNTY OF LOS ANGELES FIRE DEPARTMENT
PLAN CHECK UNIT
5823 RICKENBACKER RD,
COMMERCE, CA 90040
(323) 890-4125

ADDITIONAL
BUILDING AND OCCUPANCY REQUIREMENTS

* Unless otherwise indicated all Fire Department Requirements marked “Not Shown” shall be incorporated
into the original plans. Additional requirements may be set after review of resubmitted plans
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2.00
SPECIAL BUILDING AND OCCUPANCY REQUIREMENTS
FOR GROUP R OCCUPANCIES
NOT
SHOWN SHOWN
(Yf  Comgly with Title 24, 310.9.1.3 regarding fire warning svstems. Smoke detectors t0 be hard wired wi
L cly g ¢ € 5ys tha
battery backuz. Provide note on site plan &indicate on floor plan)
Ave EsmeRG ENCY Egkéss
2. })ff {) Comply with Title 24, 310.4 regarding acces%(Provide note on site plan & indicate on floor plar)
3 () ) Provide an agproved fire alarm sysiem. Subnt plans for approval prior to installation. Fire Code Article
1007.2.9 Title 24, 310.10.
<. () t ) Provide ore-heur, fire-resistive conswuction throughous. Title 24, 310.2.2. (Provice rote on site plan &
| indicate on nizns)
' 3 >( Provide graghic display pane! atall vehicular entrances which indicates the exact location of'2ll
‘ residential unis,
| . . . Py e N . . T
6. /){ X Post "NO PARKING-FIRE LANE" signs along vehicular access roads. Fire Code 90142 (Incorzoraze
sizn spevifications into Blue Prints)

Provide threz-hour occupancy separation berween the Group S, Division 3 Occupancy-and all portions of
icarz on tlour pians)

in the same buildine shail be ot not less than one-hour firz

Wails and Nloors segarating dwelling units

S.
resistive consiruction. Title 24, 310.2.2 (Provide note oo site plan & indicare on plans)
9. () () Storage or aundry rooms that are within Group R. Division | Occupancies thatare used by tenants
shall be sesarated trom the rest of the building by not less than one-hour fire resistive ocupancy
separation. Title 24, 310.2.2
1. () ) Provide a construction detail of the trash chte, indicating a vent at the wp. tire doors, and the fire

sprinkler swstem within the chute and the termunating room. Title 24, 7113 and 904.2.2

Provide a:: apzroved automatic sprinkler svs:em. Tidle 24, 904.2.9.

12, (,) v} Provide Ficor-Level Exit Signs pcr'Tirlc 24.1007.6.2a
13 () t1 o Provide Ficor-ievel Exit Path Marking per Tizle 24, 1007.6.2.12
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FORM 196 : -
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LOS ANGELES COUNTY FIRE DEPARTMENT
FIRE PREVENTION BUREAU
FIRE PREVENTION ENGINEERING -
5823 RICKENBAGKER ROAD
COMMERCE, CA. 90040-3027
(213) 850-4125

FAX
(213) 890-4129

" INFORMATION ON FIRE FIOW AVAILAgiLITY FOR _BUILDING PERMIT

“PROJECT INFORMATION
(To be Completed by Applicant)

-

BUILDING ADDRESS 6948 N. Roscmead Blvd & 9012 Greenwood Ave,

CITY OR AREA San Gabriel ca ’

‘ B R T L, - R - * : W e e e S 4 2 i o 4 b1 . dm m—mimee. - "
NEAREST DISTANCE TO . ~
CROSS STREET . Greenwood Ave. NEAREST CROSS STREETSC-00
PROPERTY OWNER Richard Sun Rosemead Greenwood Development LLC
ADDRESS 248 E. Main St. #203 | TELEPHONE 626-571-8174

Alhambra, CA 91801

OCCUPANCY (use of building) Residence
TYPE OF CONSTRUCTION Wood Frame
SQUARE FOQTAGE A 44,920 55 NUMBER OF STORIES 2

PRESENT ZONING R-1 & R-3

—_—

..
.

| N0 R CW

DATE SIGNATURE OF APPLICANT
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INFORMATION ON FIRE PLOW AVAILABILITY
(To be Completed by Watér Purveyor)

THE FOLLOWING IS IN ACCORDANCE WITH HYDRANTS
CIRCLED ON THE ATTACHED STRIP MAP

HYDRANT NUMBER 2HATF LOCATION »_70_00_”_20.5(;@65& Blud. }

STATIC . a4f . TIRE FLOW | |

PSI Z0 ' AT 20 ST 2305 DURATICN & HesS.
DISTANCE FROM » v SIZE OF LSRR SIZE Of
PROPOSED STRUCTURE 8(_) HYDRANT Co xqx2 /2 ‘ WATER MAIN /0
HYDRANT NUMBER LOCATION

.STATIC e FIRE FILOW . e T

PSI - . AT 20 .PSI . ' DU’RA'I‘ICN
DISTANCE FROM = **° . . SIZE OF -  SIZE O}
PROPOSED STRUCTURE . HYDRANT WATER MAIN
HYDRANT NUMBER LOCATION

STATIC . : - FIRE FLOW :

PSI AT 20 PSI  DURATIC(N
DISTANCE FROM - 'STIZE OF ~ . . SIZE OF

PROPOSED STRUCTURE = HYDRANT WATER }AIN

Egsd ?ﬁgﬂcfewﬁr Wﬁ‘H—o’L CO /
. WATER PURVEYOR _ o _s/th,\_TUR};
/—(8-0% Sopeqintendet
DATE TITLY .

THIE INPORMATION IS CONSIDERED VALID FOR SIX MONTHS

Fire Department Approval of Building Plans will be required before a Buildir
Permit can be issued by the Department of County ‘Engineer, Building and
Safety Division. Any and 31l approval by the Fire Department will be issuel

.- Iyr-+«ha Tyvya DNemrrarnt s Aarn Ditvyanty AR Iar— - NofFimrionmrioa Tn wator ciretrmame 1147 . nood
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East Pasadena Water Company
FIRE HYDRANT FLOW AVAILABILITY TEST

HYDRANT NUMBER A-H -47 DATE TESTED _7-18-03%

[YDRANT LOCATION _ 7000 Rosemend Blyd ¥

| Gaaemwood  Ave.

! W © . )
SIZE OF HYDRANT G x 4 . 2h
(BARREL) _(OUTLET)  (OUTLET)

1)

siZEOFMAIN [0

LOCATION OF GAUGE FOR PSI TESTING ___ 7000 Posemead Blud .~

o * -
staticpst 20 RESIDUAL PSI 40'“
" * *%
OUTLET FLOWED __&F PITOT READING 20

ACTUAL GPMFLOWED __1922-
VALUE FORACTUALLOSS _8.27

VALUE FOR LOSS AT20PSI_?. 92
COMPUTATION

1922, actuaLcpmx_T-92  @20%si/ B8.27 ATLOSS

EQUALS g2305  GPM (ACTUAL FLOW AVAILABLE AT 20 PSI)

COMMENTS

TESTED BY Mﬂ, ,Au:[aj/ Tulio




EAST PASADENA WATER COMPANY
3725 E. Mountain View Avenue
Pasadena, California 91107
(626) 7936189 Fax: (626) 793-0503

dctober 20, 2003

EGL ASSOClates E""':'-lllltn ........... ssusvdennNsansdnna
Attention: Cindy : RE: 6948 Rosemead Blvd.

11823 Slauson Ave. unit #18 P........5an Gabriel, Calif.

janta Fe Springs, California 90670

Saxumens?

Jear Cindy:

rhis is to follow-up on our discussions regarding your project requirements at
1948 Rosemead Bivd., Callfarnla.

NSTALL: *

(1) 6” x 4" x 2.5” Fire Hydrant.

USTOMER COST - $5980.00 ' -

' rice Includes: Labor, equipmant, materials and installation of Fire Hydrant.
:PWC will obtain all parts and required permits.

'ROJECT SCHEDULE:

‘:PWC will start the scheduling of this work upon receipt of tha $5980.00 and this signed letter
3> procead. Please contact me at (626) 793-8189 should you have any questions regarding the
roject detail or costs,

iincerely,

M/_ Please schedule project and $5980.00 snclosed

: Date
Yayne Goehring : i Authorized Signer/Officer of :
.P.W.C. Superintendent. EGL Assoclates. 5
c:1195-1050
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3725 F. Mountain View Ave, Lawrnnae M. Moraloz, Vice President & Ganaral Manager

Pasadena, LA 1107 Wayne Gzoshring, Ficld Superintendent

. llll '””” EAST PASADENA WATER COMPANY

Phime: 626-793-6189 Patri Latourells, Offire Manager
Fax: 626-793.0503

September 17, 2004

Rosemead & Greenwood, LLC
248 E. Main St. #202
Alhambra, Califomia 91801
Attention: Dr. Richard Sun

Re: Rosemead & Greenwood project.

Dear Dr. Sun .

East Pasadena Water Company has installed the 6"x4"x2.5" fire hydrant requested for
your Rosemead & Greenwood project.

This fire hydrant Installation was completed in December of 2003.

If you have any further questions, Please call me.

Wayne Gostiring
Fleld Superintendent
East Pasadena Water Co.




County of Los Angeles Fire Department

#IRE

cadjp o@@« ONLY

REVISED 0402

FIRE PREVENTION ENGINEERING
5823 Rickenbacker Road
Commerce, CA 90040
Phone (323) 890-4125
Fax (323) 890-4129

TO: MAZEN PHyr4£€ BUILDING OFFICIAL

LA 53;///2;4///(75/4/0/»/# BUILDING AND SAFETY OFFICE
RE: 2% Koscarerr Bl CITY Son GABE/EL

Building plans have been approved. The issuznce of a building permit by the Building Official
may proceed in accordance with the established policy. This is not an occupancy relezse,

waiver, or mocification of any Fire Department requirement.

This occupancy is required to have Fire Department approval of all on-site fire protection, life
safety systems and appliances in accordance with approved building plans. These systems
shall be inspected and approved by the Fire Prevention Inspector prior to the granting of final
‘occupancy by the Building and Safety office. Recuired fire protection facilities, such as pubiic
fire hydrants and vehicular access shall be provided and maintained throughout constructicn.

| DATEZ

ANSPECTOR =~ =~
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HYDRANTS, FIRE FLOW AND ACCESS

GENERAL REQUIREMENTS

NAME '75604/ %”/Q/ES F.P.D. NO. ©% Zo©-3
aborEss _ £ 778 Lesenresr Bl CITY Sd’ G R SE/EL nmEA 3
BLDG. sQ. Fr. op A TROX SIDE /‘7/ zw
TYPE /4/1/ BIDG. AREA Z 276 EACH  yarps s STORIES “ZSAIN,
OCCUPANCY CLASSIFICATION R~ 3- &1/ SPRINKLERS . YES/NO
REMARKS - {7/ CUFLEXES flus ove 5/,03; L ,ff?’/://é{ y ede=r LiY5
ARCHITECT/APPL. /—/5/%‘5:)/ //0 PHONE (323 "75{; -éé—ﬁé

fire flow and any additicnal requirements by the Fire Prevention Division of the

Fire Department. EQZKCORRECTED ARCEITECTURAL SETS OF PLANS, 2rus
shall be submitted for

T

approval.

FOR INFORMATION CONCERNING‘ YOUR BUILDING PLANS, CONTACT INSPECTOR: )

" Gplen TAYLoR. PHONE (323) §906 - 4//2<
INSPECTOR’S NAME PCL;"PT:'/ oF ,,;S Ar:'GEi Es, e

NOTE: Inspectors’s phHone hours are

' Friday. Office meetings arg '
! UNLESS OTHERWISE INDICATED, ALL [ MQ&RQENTS MARKED "NOT SHOWN"
SHALL BE INCORPORATED AS A VERBFZQTIM NOTE PRINTS ON SITE PLAN.

L ata

Department access or

INT TN .p,. N8, - .o ..
vehicular turn-aroun iAC née - ‘with i cations
IRSEDE AGISS, Wikh specifi

below: e AN
(4) Provide a miniHfrinebEt e vacmiatinos Z&_ zeet clear to
sky, vehicular.agcess vﬁ%?‘g#fﬁihﬂzlvsig:sfget of all portion of the

exterior walls. cuFiren€ode 28025 2w,

NOT
SHOWN SHOWN /
1. (/\/) i(/..)-.'Prcwide and i cate

»

:,{c;&’xo/y-—-——'?'(/() MEA/W/:V THE free Depr: Access A5 F@f&j&
o By TRACT MAP 52670
2. () (& The required fire flow for PUBLIC fire hydrants at this location is

/
ZZS© gallons per minute at 20 psi for a duration of 2
hours, over and above maximum daily domestic demand. ’

3. () ( ) The required fire flow for ON-SITE hydrants is gallons per
minute at 20 psi. Each on-site hydrant must be capable of flowing
gallons per minute at 20psi with any two hydrants flowing

simultaneously. )fi /@EC{'P‘ 5}/ LANp ver, umitr
(OVER) 7K SsS2e 76



HYDRANTS, FIRE FLOW AND ACCESS
GENERAL REQUIREMENTS

t

CEEEN

.NOT -

8!
D

AT

5. ()() (X\)

6. (X (K)
7. <)<) (K)

g. ( ) ()

10.( ) C )
11.¢ ) ()
12.¢ ) ()
13.¢ ) ()

14.¢ ) ()

15.()() ()()

16.( ) (/\/)

WN

Fire hydrant ;equirements are as follows:
Install ONE Public Hydrant(s). Upgrade
Hydrant(s). Install on-site Fire Hydrant(s)-

Location A% /?ECP\P By TR 52¢70
T 7

All hydrants shall measure g" x 4" x 2 1/2", brass or bronze, -
conforming to current AWWA sStandard CS03, Of approved equal,
Hydrants shall be installed per specification of the Los Angeles
county Water Ordinance No. 7834. (Title 20) Utility Manual, Section

4.0 to 4.6.

Public Fire

All required public fire hydrants shall be installed, tested and
accepted prior to construction. FIRE CopE F0/.3

vVehicular access must be provided' and maintained serviceable
throughout construction. FIRE cope F0(.3

Provide an approved Class . .standpipe system. The risers in
Class I or Class III shall Fte cross-connected at the base. Table

9-A, 904.5 of the Building Code.

Provide an approved fire sprinkler system. submit plans for
approval prior to installation.. TITLE 24, g904.2./

Reason

The fire sprinkler system shall be calculated per Pamphlet #13,

.
1 o A A S | Y ' ool - P M U IR 4 phinhiFalaV-hés
— T ¥ T

The fire sprinkler system shall be supervised as required in the
Building Code, 904.3.1.

Plans showing underground piping of on-site hydrants, sprinkler
systems shall be submitted for approval prior to installation.
FIRE copg /00l ¢ . ' ,

on-site protection facilities (i.e., hydrants, sprinkler systems,
etc) shall be /ns74LLER, TESTEZ, B APPROVED PRIOK TO OCCUPANCY -

FlIRE COPL 1004 7 A :
The inspection, hydrostatic test and flushing of the hydrant and/or
sprinkler system shall be witnessed by the proper Fire Department
representative and no underground piping shall be covered with earth
or hidden from view until the Fire Department representative has
peen notified and given no less than 48 hours in which to inspect

such installations.

COMPLY WITH THE FOLLOWING ITEMS

on-Site Plan: Show all existing fire hydrant(s) within 288/600 feet
of all property lines and call out hydrant size and dimension to

property lines.
NOTE: Additional fire hydrant requirements may be made after this

information is supplied.

Complete and return "Water Availability" form xF/196.
2305 G FRO Pl (BY GAST FASIPENA WATER Co.
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FIRE PROTECTION ENGINEERING SECTION
INFORMATIONAL MEMO

pare 0CT 28 2004
T0: AFC__SCo77  BN__ /O FIRE STATION >

SUBJECT: ACTIVITIES IN JURISDICTIONZL AREAS REGARDING
FIRE HYDRANT/WATER SYSTEM IMPROVEMENTS

This information is provided to advise you of proposed
activities that have begun or may begin within your
jurisdictional areaz. :

H .
The attached map delineates the area in ycur jurisdictien
where the following activity is Procosed:

SUBDIVISION

When the fire hydrants have been flowed and _
approved by the Engineering Section, Form 448
"Hydrant Installation/Flow Test Acceptance Data"
will be sent to the station. Upon receipt, follow
the procedure ocutlined on Form 448.

--

WATER SYSTEM UPGRAGE/IMPROVEMENTS

The attached map delineates the fire station
jurisdictional area where water improvements ray
occur. Be advised that upon completion of the
work, the Engineering Section may not have the
opportunity to flow the new hydrant installations.
Therefore, Form 448 "Hydrant Installation/Flow
Test Acceptance Data" may not be sent to the fire
station. See instruction in General Operation
manual, "Eydrants - General Provisions and
Procedures" and "Response Maps, Revision of."

BUILDING ACTIVITY

Prior to occupancy, the Engineering Section will
conduct a flow test to approve all new public and
on-site hydrant installaticons. Notificaticn will
be sent to the fire station wvia Form 448 "
"Hydrant Installation/Flow Test Acceptance Data"
Station Captains shall follow the procedures

outlined on Form 448.

Periodic field inspection of site location is required for
verification of installation of the attached Fire Department

requirements,

For further information or questions, call the Fire
Protection Engineering Section at (213) 890-4125.
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PIRZ AND LIPS SAFITY
GENERAL REQUIREMINTS
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.00 (\;<) On Site Plan: Indicate Occupancy, Type of Conscruction a=c
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fhazarcous arsa Or wien s2rving an cccougant lpad of 30 ©r mors. Tizia
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W

8. ()f) ( X) ZExit coozs snall == openadle from zhe insids wizhous US2 €2 a kav cr
any special knowladge or effors. Tirls 24, &858 Izndicate i
gschedule and note on site pla=). 1co3.3.4.9
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T + - 3 - - 4 .= -
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AISLES, HALLWAYS OR TiTLERY, /004.2.6 & 1004, 3, 2.4,




o ' Page 2
PIRE AND LIFB SAFETY , Pag ‘
GENERAL REQUIREMENTS _

NOT
SHOWN SHOWN

y () Interior and exterior stairways of buildings four or more stories in
height to comply with Title 24, ¥6e%.1003.3.3.11 N 1006334 _

19 YD) Wwalls and soffits of en iz
) that are not ragquirad to be enclosed by Building Code (005.3-3.550all be
) iwa va

e
t all
protected on the enclosed side as requirad for cne-hour firs ra2sistiva
constructien. Title 2

13.¢(

closed usable space undar interior stairways

Qi

4, BE—r3 (Indicate oz placg & Tote om gica
lan). 1003.3, 3,9

1z.( ) () Allocpenings classifiad as horizontal exics shall be proteczad By 1-1/2
- nour zacad firs assembliss which are avtomatic closing upch actuaticn
Of smcka decaczor. Ticls 24, ¥593. (Indicate cz plazs & 2ote on gi=a

plazn) . 1003.3.5.3%

( ) Intericr stairway, ramp cr escalator shall be enclcsed as sgaecifisc in
Titcle 24, =29, (Tndicate oz plang & ncte orn sgite nlg.:) .
1005.3.3 - :

[
[$)Y

—~
~—

17.( ) ) Exit.cours to comply wizh Title 24, 9.
o gite plaz) 100&.3.5
_ gite vo2n)

13.( ) ( ) Exits snall be illuminatad at any time the building is gcgupiad, witn

T lichtc having an incensicty oI not l2ss chan cn2 fagro-candls at ficer
laval. Tizla 23, === 1003.2.9 \

19.( ) () provida Exit sizms rer Titlza 24, b5k .1003.2.9.1

20.¢ ) () provide ajoroved exiting illumination and illuminatad 2XIT S-GuS Wo_CX

' ar=s powarad from sa2parat2 sources. Titla 24, =33 (f=dicate ¢z Dlans

& note cz= gita pla=) . 1co3.2.9.2%

23.( ) ( ) Elevazsrs, dumcwaizers, escalators and moving walks £0O comp-¥ woo-o
Title 24, Chapcer 30 I~dicate oz plang & nchte oz site plazs).

2s () () x-inguisher raguirements shall z= dscarminad oY £iald inszecter.

(L
U]

Cocd2 1002.
25 (X)) (/Y) Building addrass numbers Lo oe providsd on tha frcnt of a'll ouilldincs
' and shall be visible a: gible ar £ a2 prcperTy.
Said numzers

A

0ot
F
O

b
fL
"y
’—4
"
W'
(@]
QO
L (
1N
Wt
O (
=1
o
He

5 ) orovidse a k2v bcx as raguirad by Firs Coda 902.4%.
23.( i ( ) . + o Y
Locaticn ANy GA7EL EMTEA~CES
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27.(%¥7) (Y ) Comm rcial dumpsz=ars or containers wizh an lnd;v_:dual cagacicy O:__'--f
) cubic yards or grzater-snall not be szorad or clacad wighin Ilva 222z
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